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MI.56.J3.02 - VLT is a registered Danfoss trademark *MI56J302*



MI.56.J3.02 - VLT is a registered Danfoss trademark2

               VLT® Series 5000/6000  Relay board

Installing�

Before installing the relay board please mount the corresponding resistor network in the shown R4 position.

For 200 A modules, the three existing LEM modules and the mounting plate must be removed before installing
the relay board. Reuse of the motor wires through the transdusers on the relay board.

Use the table below for choosing the right resistor network.

�

Danfoss can accept no responsibility for possible errors in catalogues, brochures and other printed material.
Danfoss reserves the right to alter its products without notice. This also applies to products already on order provided that such
alterations can be made without subsequential changes being necessary in specifications already agreed.
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Mounting of pawl in correct length similar to the pawl mounted
in the replaced board.
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*The spare part motor wires must be changed for IP20 enclosures.

The red RFI switch is set in the OFF position when it is
pulled out and in ON position when it is pushed in (see
drawing beside) Factory setting is On.


